
Instructions for Installation
Sidestream Filter

Installation Methods

L602125 November 29, 2006

Method 1 Method 2

The 02125 Sidestream Filter can be used on systems up to 600,000 BTU.
5-10% of volume fl ow should be directed through fi lter for effective fi ltration.
Maximum operating temperature: 158°F (70°C)
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sidestream fi lter
#02125

isolation (ball) 
valve

balancing valve

fl ow indicator

Maintenance

The 02125 Sidestream Filter should be cleaned on an annual basis. The fi lter can be disassembled, the 
plastic disc cartridge washed with water, and then reassembled.

• Isolate Sidestream Filter
• Place bucket under Sidestream Filter and open drain valve
• Unlatch the Sidestream Filter using the hook wrench
• Disassemble Sidestream Filter and rinse the “disk fi lter” thoroughly
• Reassemble and tighten latch with the hook wrench
• Close Sidestream Filter drain valve & engage sidestream

• Install on low temperature circuit.
• Requires additional 5-10% fl ow.
• Valves are mandatory.
• Method 2 is specifi cally for use with the Mixing Block.
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Pressure Loss Chart


